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PILE SUPPORT

7m SPACING

PREFABRICATED

BRIDGE SECTION

BOARDWALK

1.7m EL

2018 HIGH TIDE

2.5m EL

25mmØ HDPE

WATER SERVICE

50mmØ HDPE

SANITARY FORCEMAIN

POWER & COMMUNICATION

(BY OTHERS)

1:50

ELEVATED WALKWAY

TYPICAL SECTION

HELICAL PILE

GALVANIZED STEEL

PIPE SLEEVE WITH

WELDED SADDLE

BATTER ANCHOR WITH

TURNBUCKLE ASSEMBLY.

ALTERNATING SIDESEXISTING GROUND

25mmØ HDPE

WATER SERVICE

50mmØ HDPE

SANITARY FORCEMAIN

POWER & COMMUNICATION
(BY OTHERS)

 PIPE SUPPORT
MAX 3.0m SPACING

ABOVE GROUND

PIPE SUPPORT
NOT TO SCALE

ON ROCK

ANCHOR

EXISTING GROUND
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PLAN, PROFILE &
 DETAIL 

PROTECTION ISLAND

NANAIMO, BC PHORIGINAL DWG SIZE: ANSI D (22" x 34")

Suite 1

1351 Estevan Road

Nanaimo BC

Canada V9S 3Y3

Tel 250 716 3336

EXISTING GRADE

101:2000

CONNECT TO EXISTING

WATER SERVICE

CONNECT TO EXISTING

50Ømm SANITARY

SEWER FORCEMAIN

POWER & COMMUNICATION

CONNECTION POINT

PRELIMINARY
NOT FOR CONSTRUCTION

℄STATION

ELEVATED WALKWAY

70.0m LONG 1.2m WIDE

ABOVE GROUND

PIPE SUPPORT

ORENCO PRO PAK EFFLUENT PUMP PACKAGE.

TO BE INSTALLED IN SEPTIC TANK. DETAILS TO

BE CONFIRMED AT DETAILED DESIGN

BUILDING TO BE SUPPORTED ON CONCRETE COLUMNS

TO SUIT MINIMUM FLOOR ELEVATIONS. DETAILS TO BE

PROVIDED DURING DETAILED DESIGN.

MFE = 5.27m AS PER LEA REPORT DATED JUNE 10, 2020

PROPOSED

ELEVATED SERVICES

SEE DETAIL

PROPOSED SANITARY

EFFLUENT PUMP STATION

APPROXIMATE LOCATION

OF EXISTING PATHWAY

PROPOSED BC HYDRO SERVICE

POLE c/w POLE MOUNTED METER.

EXACT LOCATION TO BE

CONFIRMED BY BC HYDRO

R E C E I V E D

DP1204
2021-NOV-10
C u r r e n t  P l a n n i n g

lnielsen
Text Box
ATTACHMENT EPROPOSED SITE SERVICING PLAN AND SECTIONS


